
R410A. A control. Five Wire Adapter Operation. 

 CN51 (Indoor Unit PCB Connection)     12v DC Output                                                                    
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Pin 3 will give a permanent 12vDC Output. 

Pins 5 and 3 for Alarm Output 

Pins 4 and 3 for Run Output 

Note that colours above may change. Use pin numbers for accuracy. 

X1 and X2 – field supply relays 


